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Installation manual - Retrofit kit for using the downgrade input for the 
charging station AMEDIO®

The tasks described in this manual may only be carried out by a qualified electrician.
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The following tasks  
11 - 17 describe the con-
nection of the wires 
from the controller on 
the right-hand side. 

8 10

2 x

2 x

A2



11 1312

Colour of wire blue blue-white blue blue-white blue-white / 
long wire

blue-white / 
short wire

Clamp + - XG22b XG22a 11 14

1 2 3

1.

2.

15 16 17
Manual AMEDIO®

 fCarry out tasks 11 - 17 
for the controller on 
the left-hand side.
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Manual AMEDIO®

 fInstall and configure 
the control system.
 �The installation and 
configuration is 
described in the  
current operating 
and installation 
manual of AMEDIO®. 
You find the current 
manual on our web-
site.
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 fFix to the 
other wiring 
harness.



Supplement to the wiring diagram for the left-hand charging point



Supplement to the wiring diagram for the right-hand charging point



Supplement to the wiring diagram
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